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@ Water in connection 1" M

@ Water out connection 1" M

@ Backup heater wiring intake

@ Wiring intake (power supply)

@ Wiring intake (high voltage wiring)

@ Wiring intake (low voltage wiring)
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@ Safety valve
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Switch box

@ Flow sensor

@ Flow switch

@ Shut-off valve with drain / fill valve 1" (included accessory)

Expansion vessel

@ Air purge valve

‘ Drain outlet

@ 6 holes for anchor bolts

Backup heater

Backup heater switch box
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