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The typical field installation has to be done
according to the applicable legislation.

For examples, refer to the
installer reference guide.
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Plate heat exchanger
Brine side

Plate heat exchanger
Water side

High pressure switch

Refrigerant pressure sensor

Compressor

Drain valve

Service port 5/16" flare

Pump
Water side
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Pump
Brine side

Electronic expansion valve

4-way valve13

Low pressure sensor
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