
ERGA-DV(A)

Heating

ERGA04* ERGA06* ERGA08*

Notes

1. Data is valid at free field condition.

Measured in a semi-anechoic chamber

2. Data is valid at nominal operation condition.

3. dBA = A-weighted sound pressure level (A scale according to IEC).

4. Reference acoustic pressure 0 dB = 20 µPa

5. If the sound is measured under actual installation conditions, the 

measured value will be higher due to environmental noise and 

sound reflections.
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Input/check
for sound pressure Output
Pa dBA Modification p0 = 20.10^-6 Pa
dBA Pa p=p0 . 10^(Lp/20) I0 = 10^ -12 W/m2

for sound intensity
W/m2 dBA Li = 10 log (I/I0) 
dBA W/m2 I=I0 . 10^(Li/10)

correction -0,33
f Measurement Lp Lp dB A correction Lp p²/p0² p²/p0² Lp sum p²/p0² Lp

[Hz] [dB] (1/3 octave) [dB] (1/3 octave) [dB] (1/1 octave) [dB] IEC 651 table IV [dB A] (1/3 octave) (1/3 octave) (1/1 octave) [dBA] (1/1 octave) [dB A]
25 50,0 50,3 -44,7 5,6 4

31,5 50,0 50,3 55,1 -39,4 10,9 12 53 17,3
40 50,0 50,3 -34,6 15,7 37
50 45,0 45,3 -30,2 15,1 33
63 44,7 45,0 49,1 -26,2 18,8 76 193 22,8
80 41,4 41,7 -22,5 19,2 84
100 47,7 48,0 -19,1 28,9 782
125 40,0 40,3 51,2 -16,1 24,2 265 3695 35,7
160 47,3 47,6 -13,4 34,2 2649
200 38,3 38,6 -10,9 27,7 593
250 36,3 36,6 41,7 -8,6 28,0 635 1849 32,7
315 34,2 34,5 -6,6 27,9 621
400 37,4 37,7 -4,8 32,9 1963 Target:
500 39,7 40,0 43,6 -3,2 36,8 4819 11385 40,6 25094 44,0 44 0,00
630 38,2 38,5 -1,9 36,6 4603
800 32,3 32,6 -0,8 31,8 1524
1000 33,2 33,5 37,1 0,0 33,5 2254 4961 37,0
1250 29,8 30,1 0,6 30,7 1183
1600 30,0 30,3 1,0 31,3 1358
2000 27,6 27,9 32,9 1,2 29,1 818 2510 34,0
2500 23,6 23,9 1,3 25,2 333
3150 21,8 22,1 1,2 23,3 215
4000 20,2 20,5 25,1 1,0 21,5 142 412 26,1
5000 16,5 16,8 0,5 17,3 54
6300 13,3 13,6 -0,1 13,5 23
8000 10,2 10,5 16,2 -1,1 9,4 9 36 15,5
10000 8,4 8,7 -2,5 6,2 4

correction -0,69
f Measurement Lp Lp dB A correction Lp p²/p0² p²/p0² Lp sum p²/p0² Lp

[Hz] [dB] (1/3 octave) [dB] (1/3 octave) [dB] (1/1 octave) [dB] IEC 651 table IV [dB A] (1/3 octave) (1/3 octave) (1/1 octave) [dBA] (1/1 octave) [dB A]
25 50,0 50,7 -44,7 6,0 4

31,5 50,0 50,7 55,5 -39,4 11,3 13 58 17,6
40 50,0 50,7 -34,6 16,1 41
50 44,0 44,7 -30,2 14,5 28
63 42,7 43,4 48,9 -26,2 17,2 52 231 23,6
80 43,6 44,3 -22,5 21,8 151
100 50,7 51,4 -19,1 32,3 1694
125 43,2 43,9 53,2 -16,1 27,8 601 4429 36,5
160 46,0 46,7 -13,4 33,3 2133
200 40,4 41,1 -10,9 30,2 1045
250 45,3 46,0 47,7 -8,6 37,4 5483 7784 38,9
315 36,9 37,6 -6,6 31,0 1256
400 40,6 41,3 -4,8 36,5 4457 Target:
500 41,7 42,4 46,8 -3,2 39,2 8299 23695 43,7 50075 47,0 47 0,00
630 41,6 42,3 -1,9 40,4 10940
800 35,5 36,2 -0,8 35,4 3459
1000 34,7 35,4 39,9 0,0 35,4 3459 9312 39,7
1250 32,5 33,2 0,6 33,8 2393
1600 30,9 31,6 1,0 32,6 1816
2000 28,7 29,4 34,5 1,2 30,6 1146 3651 35,6
2500 26,4 27,1 1,3 28,4 690
3150 24,5 25,2 1,2 26,4 436
4000 23,2 23,9 28,2 1,0 24,9 308 844 29,3
5000 18,8 19,5 0,5 20,0 100
6300 15,8 16,5 -0,1 16,4 44
8000 13,5 14,2 19,3 -1,1 13,1 20 72 18,6
10000 10,7 11,4 -2,5 8,9 8

correction -0,57
f Measurement Lp Lp dB A correction Lp p²/p0² p²/p0² Lp sum p²/p0² Lp

[Hz] [dB] (1/3 octave) [dB] (1/3 octave) [dB] (1/1 octave) [dB] IEC 651 table IV [dB A] (1/3 octave) (1/3 octave) (1/1 octave) [dBA] (1/1 octave) [dB A]
25 50,0 50,6 -44,7 5,9 4

31,5 50,0 50,6 55,3 -39,4 11,2 13 56 17,5
40 50,0 50,6 -34,6 16,0 40
50 45,7 46,3 -30,2 16,1 40
63 42,6 43,2 50,2 -26,2 17,0 50 318 25,0
80 45,5 46,1 -22,5 23,6 228
100 49,1 49,7 -19,1 30,6 1140
125 46,5 47,1 53,5 -16,1 31,0 1250 5996 37,8
160 48,4 49,0 -13,4 35,6 3606
200 46,3 46,9 -10,9 36,0 3954
250 40,6 41,2 49,1 -8,6 32,6 1807 10197 40,1
315 42,5 43,1 -6,6 36,5 4436
400 42,4 43,0 -4,8 38,2 6561 Target:
500 44,0 44,6 48,7 -3,2 41,4 13709 37136 45,7 79458 49,0 49 0,00
630 43,6 44,2 -1,9 42,3 16866
800 38,8 39,4 -0,8 38,6 7194
1000 37,3 37,9 42,7 0,0 37,9 6124 17554 42,4
1250 35,1 35,7 0,6 36,3 4236
1600 33,3 33,9 1,0 34,9 3069
2000 31,4 32,0 37,0 1,2 33,2 2075 6547 38,2
2500 29,6 30,2 1,3 31,5 1403
3150 27,7 28,3 1,2 29,5 885
4000 25,0 25,6 30,8 1,0 26,6 454 1520 31,8
5000 21,5 22,1 0,5 22,6 181
6300 19,0 19,6 -0,1 19,5 89
8000 15,8 16,4 21,9 -1,1 15,3 34 134 21,3
10000 12,5 13,1 -2,5 10,6 11

CONVERSION FORMULAE FOR MEASURED SOUND VALUE TO TARGET SOUND VALUE

Lp = 10 log [(p/p0)^2] = 20 log(p/p0)

4kW

6kW

8kW

3: Copy measurment values

1: Set correction on "0"

2: Set 

5: make correction to reach target

6: Check if  

7a: Lp is 7b: Lp is 

4: check if Lp is same as 
total measurement
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