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Space heating/cooling - Water OUT
Space heating/cooling - Water IN
Domestic hot water: hot water out
Domestic hot water: cold water in
Water IN from outdoor unit
Water OUT to outdoor unit
Drainback solar - Water IN
Drainback solar - Water OUT
Water OUT to bivalent heat source
Water IN from bivalent heat source
Expansion vessel
Safety valve
Automatic air purge valve
M1P-Pump
Shut-off valve ·1"-1"· (male-female)
B2L- Flow sensor
Backup heater
M1S-DHW tank mixing 3-way valve
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R8T, R5T, R11T- Tank thermistor
R7T- Mixed leaving water thermistor
M3S-
R1T-

Bypass mixing 3-way valve
Outlet water heat exchanger thermistor

R2T- Outlet water backup heater thermistor
B1PW-Space heating water pressure sensor
Drain valve
Magnetic filter / dirt separator
Separator box
B4L- Gas sensor
Gas sensor box
M4S- Shut-off valve normally closed ·QC female - 1" female·
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Screw connection

Quick coupling

Brazed connection

Flare connection
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Field installed

Border indoor unit
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