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CONTACT (NO) BS= DEFROST SENSOR PMX/3= COMPRESSOR n°3 H/P SWITCH I:I:I .
Fg;sﬁﬁ’\’)s'b'gm wl o 3 o 4 BA= ROOM SENSOR PMI/1= COMPRESSOR n°1 L/P SWITCH KEYBOARD
(BY_CLIENT)Z 2 9 o = o F1E= ‘STAT - ELECTRONIC CONTROL PANEL PMI/2= COMPRESSOR n°2 L/P SWITCH -
PMX/1= COMPRESSOR n°1 H/P SWITCH PMI/3= COMPRESSOR n°3 L/P SWITCH REMOTE CONTROL XWEB 500 (by-client)
PMX/2= COMPRESSOR n°2 H/P SWITCH PANEL (OPTIONAL) —
CONTACT (NO)  CONTACT (NO) 3PRM1441 blue wire = n°4 (positiv)
FOR PROPANE ALARM FOR GENERAL ALARM

blue/white wire = n°5 (negativ)
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