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Installation with duct 

EKBYBSD is required for direct installation 

Wide variety of installation methods 

Number Description 

1 Main body 

2 Air outlet duct Field supply 

3 Inlet panel Optional accessmy 

4 Access panel Optional accessory 

5 Air inlet duct Field supply 
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