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NOTES

1.	 	  Line voltage wiring. 
 Control circuit wiring.

2.	 All wiring components and materials to be procured on-site must comply with the applicable legislation.
3.	 Use only a copper conductors.
4.	 For more details, refer to the wiring diagram of the unit.
5.	 Make sure to install the switch and the fuse to the power line of each equipment.
6.	 All field wiring and components must be provided by an authorised electrician.
7.	 Unit has to be grounded in compliance with applicable legislation.
8.	 The wiring shown is a general points-of-connection guide and is not intended to include all details for a specific installation.
9.	 Never share the unit’s power supply with other equipment.
10.	Shows only in case of protected pipes.
11.	Use H07RN-F in case of no protection.
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