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Required space for service and ventilation

Front grille fixing screws 217
Located inside of the unit 215 — "
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Operation lamp - Liquid pipe @6.4 CuT
Timer lamp - The length of the pipe outside the unit is 400mm.
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- - ) ) i - Gas pipe 9.5 CuT
T g O | L Indoor unit On/OFF switch F-- A L. | -4 The length of the pipe outside the unit is 350mm.
L 2 — Room temperature sensor
Bottom side L S J Located inside of the unit Drain hose
P Connecting part
Inside diameter: @14mm
Terminal block with earth terminal Outside diameter: @16mm
Located inside of the unit The length of the connection hose outside the unit is 450mm.
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