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RED |WHT |BLU E Position of elements 1. This wiring diagram only applies to the outdoor unit
Y5024 — 2. L: Live, N: Neutral, X Field wiring
3. [IJ: Terminal strip : Connector -8-: Connection
v Position of @ : Protective earth (screw) —==-: Relay connector
v fngn'i)r::fsor 7D\ Noiseless earth —0— : Terminal
MIC HAP 4. Refer to the option manual, for connecting wiring to x6A.
— 5. Refer to the "Wiring diagram sticker” (on back of front plate) on how to use BS10B54
and DS1 switch.
AP (Frony) ZC 6. Do not operate the unit by short-circuiting protection device S1PH
(Back) ron 7. Colours: WHT: White / RED: Red / BLU: Blue / ORG: Orange
BRN: Brown / GRN: Green / YLW: Yellow
8. Confirm the method of setting the selector switches (DS1) by service manual.

Factory setting of all switches: "OFF".
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