
The                        mark shows the piping direction.
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Required space for service and ventilation

Service space Service space

Minimum space for air passage

Indoor air flow

Wireless remote control
(ARC480A11)

Signal transmitter

Hole for embedded piping
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Gas pipe
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Standard location of holes in the wall
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Connecting part
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Located inside of the unit

Blade

FTXP50-71K3

3D102959A


