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Indoor unit installation
Flowchart (for EACH ·BS· unit branch pipe port)
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Amin [m²]

No Yes

No safety measure
·(BS· unit ·(*1))·

Safety alarm + Natural 
ventilation Natural ventilation

·+ BS· unit ·(*2)· ·+ BS· unit ·(*2)·

*1 ·BS· unit functions only as branch selector
*2 Use the rules for the natural ventilation instead of shut-off valves

each of the rooms served by a ducted indoor unit installed 
in a different room

Procedure to check countermeasure required for ·indoor· 
unit

Determine total amount of refrigerant in the system

Total charge amount [Kg]

Determine the smallest area out of:

the room where an indoor unit is installed,

Not allowed
·(BS· unit ·(*1))·

OR OR

Indoor unit installed/conditioning on lowest underground 
floor?

Determine countermeasure based on All other floors of 
Table ·1·

Determine countermeasure based 
on Lowest underground floor of 

Table ·1·

Safety alarm + Shut-off 
valve (·BS· unit)

No safety measure

Safety alarm + Shut-off 
valve (·BS· unit)
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