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Indoor unit installation
Flowchart (for EACH -BS- unit branch pipe port)

Procedure to check if smallest room size

meets requirements.

Determine smallest room area served by
same branch pipe port.
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Derive maximum indoor capacity to
connect to branch pipe port.

SeeTable -3-

Indoor capacity class|
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Change installation for this port:

1 Increase area of smallest room.
OR

2 Reduce connected indoor capacity.
OR
3 Splitindoor capacity over -2- separate -SV- unit ports.

OR
4 Finetune system with VRV Xpress.

No
Totalindoor capacity index < Capacity

index limit?

Yes

Start installation
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